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FIRE CODE ANALYSIS

OCCUP. SEPARATE DISTANCE TO FIRE CONST. FIRE RATED UNPROTECTED

GROUP BLDG. ON THE IMMAGINARY SPRINKLERTYPE STRUCTURE EXT. WALL

SAME LOT PROPERTY LINE OPENINGS

(FT)

CONVENIENCE

MARKET M(1) YES(2) 10 YES 5A(2) 1 HR(4) 45%(6)

GAS M(1) YES(2) 5 NO(3) 2B(2) NO(5) N/A(5)

CANOPY

NOTES:

(1)  CBC SECTION 309.1

(2)  CBC TABLE 503. AGGREGATE AREA OF 2 BUILDINGS <9,000 SF. INDIVIDUAL BUILDING HEIGHT <40 FT.

(3)  TWO DETACHED BUILDINGS EACH LESS THAN 6,200 SF.

(4)  CBC TABLE 601.

(5)  OPEN STRUCTURE NO WALLS.

(6)  CBCTABLE 705.8

PROPERTY OWNER: ANDARYS ENTERPRISES INC.

JOB LOCATION: 3702 S. BASCOM AVE., SAN JOSE, CA  95124

APN: 421-01-104

ZONING: CN

OCCUPANCY COMBINED: M

FIRE SPRINKLER: NO

CURRENT CODE: 2013 CBC, CMC, CEC, CPC, CFC, CA TITLE 24

SITE AREA: 31,855 SF

(E) GAS STATION: 1,276 SF

(E) COVERED CANOPY: 1,948 SF (REPLACEMENT CANOPY TO THE EXISTING 900 SQ. FT.

       UNDER CONSTRUCTION BY A SEPARATE PERMIT).

(N) C-MARKET: 2,834 SF (FIRST FLOOR)

(N) OWNER OFFICE: 1,082 SF(SECOND FLOOR)

(N) CAR WASH: 1,858 SF

TOTAL BUILDING AREA: 5,774 SF

(N) TRASH ENCLOSURE: 132 SF

FLOOR AREA RATIO:                .09

LOT COVERAGE RATIO:           .20

PARKING REQUIREMENT: 10 STANDARD

1 HANDICAP

8 AT FUELING BAYS

19 SPACES REQUIRED (21 SPACES PROVIDED)

1 BICYCLE RACK (2 BICYCLE CAPACITY)

ADA TOILET FIXTURE COUNT:

MEN: 1 ACCESSIBLE

WOMEN: 1 ACCESSIBLE

DEMO EXISTING GAS STATION/C-MINI-MART WITH INCIDENTAL SERVICE & REPAIR.

REPLACE WITH CONVENIENCE MARKET AND CAR WASH ON THE FIRST FLOOR, AND AN

OWNER OFFICE ON THE SECOND FLOOR.  SIGNAGE WILL BE PROPOSED UNDER A

SEPARATE PERMIT.  REPLACED CANOPY PER PERMIT #16-118202.

5:00 AM - 12:00 AM CONVENIENT MARKET AND GAS

7:00 AM TO 9:00 PM CAR WASH

PROJECT PROPOSED USE
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FIRE HYDRANT

10" WHOLESALE WATER

METER. SAN JOSE

WATER COMPANY

TRAILER PER SECTION

20.80.1700 OF THE

ZONING ORDINANCE.

3

4

" WATER METER

4" SANITARY

8" STORM UTILITY

BIO-INFILTRATION PLANTER

SEE CIVIL DRAWINGS

E

L

E

C

.

(E) PG&E

GAS UTILITY

REPLACED CANOPY

PER BUILDING

PERMIT #16-118202

NEW LED LIGHTING,

TYP. OF 10 AROUND BLDG.,

CREE MODEL XSPW-3MC.

MOUNT AT 15'-0" ELEVATION

NEW LED LIGHTING,

TYP. OF 12 UNDER

CANOPY, CREE

MODEL CPY250

(E) Aeonium Succulent

Bushes to remain

(E) Aeonium Succulent

Bushes to remain

(E) Aeonium Succulent

Bushes to remain

Treatment area TCM-1. Refer to planting

pallet and general notes on this sheet.

PLANTER

11'-0" Long

Sound Wall

BICYCLE

RACK

New 247 ft. long masonry wall

fence to replace wood fence.

Refer to masonry wall section

detail on sheet A1.1

10'-0"

RADIUS

PROPOSED SITE PLAN

PROPOSED SITE PLAN

A1.1

TRASH ENCLOSURE CALCULATIONS:
GENERATION & DISPOSAL RATE*:

(3.12 LB/100SF/DAY) X (365 DAY/YEAR) X (2,700 SF/100) X (1 / 84 LB/CY) X (1 / 52 WK/Y) = 7 CY/WK

USE     3 CY RECYCLE BIN
             3 CY TRASH BIN
             1.5 CY FOOD TRASH BIN

*  CALRECYCLE, COMMERCIAL SECTOR ESTIMATED SOLID WASTE GENERATION & DISPOSAL RATE
FOR FOOD STORES.

PARKING STALL CALCULATIONS:

0.85 (2834)/200 + 0.85(1082)/250  = 16  + 1 employee/shift + 1 air & water + 1 info stop = 19 stalls, and 1 bicycle rack
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PROJECT INFORMATION TABLE:

a. Assessor's Parcel Number:  421-01-104

b. Statement of tables
1.   Total acres of subject property (0.73 net, 0.81 gross)
2.   Total existing and proposed gross square footage of floor space (3,224 SQ. FT. Existing, 5,774 SQ. FT. New)

c. Parking Calculations:
1.   Gas or charge station: 1 per employee, plus 1 per air and water pump service area, plus 1 space for info stop.

- Bicycle: 1 per 10 full-time employees
2.   Retail: 1 per 200 square feet of floor area (85% of gross floor area)

-  Bicycle: 1 per 3,000 square feet
3.   Office: 1 per 250 square feet of floor area (85% of gross floor area)

d. Temporary trailer per Section 20.20.1700 of the zoning ordinance.
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FLOOR PLAN CALCULATIONS:

a. Total new retail gross floor area: 3,916 SQ. FT.
b. Total new car wash gross floor area: 1,858 SQ. FT.
c. Total leasable new retail gross floor area (85%): 3,329 SQ. FT.
d. Total leasable new car wash floor area (85%): 1,579 SQ. FT.
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CANOPY  EXTERIOR ELEVATIONS (EXISTING STRUCTURE) A3.01
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AB AGGREGATE BASE

AC ASPHALT CONCRETE

BLDG BUILDING

CONC CONCRETE

CENTERLINE

DCDA DOUBLE CHECK DETECTOR

ASSEMBLY

DI DRAIN / DROP INLET

(E) EXISTING

EP EDGE OF PAVEMENT

FDC FIRE DEPARTMENT CONNECTION

FF FINISH FLOOR

FG FINISHED GROUND

FH FIRE HYDRANT

FL FLOW LINE

FS FIRE SPRINKLER

GB GRADE BREAK

GR GRATE ELEVATION

HDPE HIGH DENSITY POLYETHYLENE

HP HIGH POINT

IRR IRRIGATION

INV INVERT

JP JOINT POLE

LF LINEAL FEET

LP LOW POINT

MAX MAXIMUM

MIN MINIMUM

NE NORTHEAST

NW NORTHWEST

OC ON CENTER

OH OVERHEAD

(P) PROPOSED

PCC PORTLAND CEMENT CONCRETE 

PIV POST INDICATOR VALVE

PROPERTY LINE

POC POINT OF CONNECTION

PUE PUBLIC UTILITY EASEMENT

RC RELATIVE COMPACTION

RCP REINFORCED CONCRETE PIPE

ROW RIGHT-OF-WAY

RPPA REDUCED PRESSURE

PRINCIPLE ASSEMBLY

SDMH STORM DRAIN MANHOLE

SD STORM DRAIN

SE SOUTHEAST

SS SANITARY SEWER

SSCO SANITARY SEWER CLEAN OUT

SSMH SANITARY SEWER MANHOLE

SW SIDEWALK OR SOUTHWEST

STA STATION

TC TOP OF CURB

TW TOP OF WALL

UNO UNLESS NOTED OTHERWISE

W WATER

WV WATER VALVE

WM WATER METER

VCP VITRIFIED CLAY PIPE

VIF VERIFY-IN-FIELD

ABBREVIATIONS:

DIRECTION OF SURFACE FLOW

HANDICAP RAMP

FIRE SERVICE

PIPE CAP

FINISH FLOOR ELEVATION

SPOT ELEVATION

 (ASPHALT CONCRETE)

BACKFLOW PREVENTION

ASSEMBLY

EASEMENT

ROW

CENTERLINE

SW, CURB & GUTTER

DITCH / FLOWLINE

STORM DRAIN

SANITARY SEWER

WATER

SDMH

DROP INLET

OVERLAND RELEASE PATH

SSMH

SSCO

FIRE HYDRANT

WATER VALVE

WATER METER

UTILITY POLE

STREET LIGHT

FENCE

INDEX CONTOUR

INTERMEDIATE CONTOURS

LEGEND

PROPOSEDEXISTINGDESCRIPTION

GRADE BREAK LINE

TRUNCATED DOMES

BOLLARD

X XX X

S

PROPERTY LINE

LOT LINE

BUILDING

D

DOOR

NOTE:

AREAS OF BROKEN PAVING

OUTSIDE THE DISTURBED AREAS

SHALL BE RESURFACED.

PAVING LEGEND:

AC REPLACEMENT

HEAVY DUTY PCC

REPLACEMENT

PEDESTRIAN PCC

REPLACEMENT

NEW LANDSCAPING

BIO-INFILTRATION

PLANTER
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FLOW-THROUGH PLANTER

TREATMENT AREA = 490 SF

POND ELEV = 262.25'

POND DEPTH = 6" MAX

TREATMENT VOL = 852 CF

TCM-1

490 SF

DMA-1

15,282 SF
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LEGEND

DRAINAGE

MANAGEMENT AREA

ID AND AREA

DRAINAGE

MANAGEMENT AREA

BOUNDARY

OVERLAND RELEASE

FLOW-THROUGH

PLANTER BMP

DMA-1

1,000 SF

SOURCE CONTROL MEASURES

1. MARK ON-SITE INLETS WITH THE WORDS “NO DUMPING! FLOWS TO BAY” OR

EQUIVALENT.

2. PLUMB INTERIOR FLOOR DRAINS TO SANITARY SEWER  (OR PROHIBIT).

3. RETAIN EXISTING VEGETATION AS PRACTICABLE.

4. LANDSCAPING:

- SELECT DIVERSE SPECIES APPROPRIATE TO THE SITE. INCLUDE PLANTS THAT ARE

PEST- AND/OR DISEASE-RESISTANT, DROUGHT-TOLERANT, AND/OR ATTRACT

BENEFICIAL INSECTS.

- MINIMIZE USE OF PESTICIDES AND QUICK-RELEASE FERTILIZERS.

- USE EFFICIENT IRRIGATION SYSTEM; DESIGN TO MINIMIZE RUNOFF.

5. REFUSE AREAS:

- PROVIDE A ROOFED AND ENCLOSED AREA FOR DUMPSTERS, RECYCLING

CONTAINERS, ETC., DESIGNED TO PREVENT STORMWATER RUN-ON AND RUNOFF.

- CONNECT ANY DRAINS IN OR BENEATH DUMPSTERS, COMPACTORS, AND TALLOW

BIN AREAS SERVING FOOD SERVICE FACILITIES TO THE SANITARY SEWER.

6. FUELING AREAS:

- FUELING AREAS SHALL HAVE IMPERMEABLE SURFACE THAT IS A) MINIMALLY

GRADED TO PREVENT PONDING AND B) SEPARATED FROM THE REST OF THE SITE BY

A GRADE BREAK.

- CANOPY SHALL EXTEND AT LEAST 10 FT. IN EACH DIRECTION FROM EACH PUMP

AND DRAIN AWAY FROM FUELING AREA.

7. MISCELLANEOUS DRAIN OR WASH WATER:

- DRAIN CONDENSATE OF AIR CONDITIONING UNITS TO LANDSCAPING. LARGE AIR

CONDITIONING UNITS MAY CONNECT TO THE SANITARY SEWER.

- ROOF DRAINS FROM EQUIPMENT DRAIN TO LANDSCAPED AREA WHERE

PRACTICABLE.

- DRAIN BOILER DRAIN LINES, ROOF TOP EQUIPMENT, ALL WASH WATER TO

SANITARY SEWER.

FLOW-THROUGH PLANTER SECTION AA

-

NOT TO SCALE

FLOW-THROUGH PLANTER SECTION BB

-

NOT TO SCALE

8
Know what's below.

Call before you dig.
or (800) 227-2600

A

A

SECTION A-A

2' CURB CUT1

-

NOT TO SCALE

STORMWATER

PLANTER

ADDITIONAL INFORMATION

ITEM DESCRIPTION

POST-CONSTRUCTION DRAINAGE MANAGEMENT AREA  DMA-1 (SF)

EXISTING

IMPERVIOUS

TO REMAIN

PARKING

SIDEAWALKS,

DRIVEWAYS,

PATIOS, ETC.

CONVENTIONAL

ROOF

CONVENTIONAL

LANDSCAPING

STORMWATER

PLANTER (TCM-1)

TOTAL

4,053 1,591
3,901 4,692

555 490
15,282

UNCAPTURED DISTURBED AREAS (SF)

PARKING

SIDEAWALKS,

DRIVEWAYS,

PATIOS, ETC.

CONVENTIONAL

LANDSCAPING

TOTAL

813
3,147

271
4,231
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PAVING MAINTENANCE NOTE:

AC MAINTENANCE AREAS ARE OUTSIDE THE DISTURBED

AREAS AND SHALL BE RESURFACED AS NEEDED. AC

MAINTENANCE AREAS SHALL NOT BE RE-GRADED AND

SHALL NOT IMPACT AB STRUCTURAL SECTION.
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FIRE HYDRANT

10" WHOLESALE WATER

METER. SAN JOSE

WATER COMPANY

3

4

" WATER METER

4" SANITARY

8" STORM UTILITY

BIO-INFILTRATION PLANTER

SEE CIVIL DRAWINGS

E

L

E

C

.

(E) PG&E

GAS UTILITY

REPLACED CANOPY

PER BUILDING

PERMIT #16-118202

NEW LED LIGHTING,

TYP. OF 10 AROUND BLDG.,

CREE MODEL XSPW-3MC.

MOUNT AT 15'-0" ELEVATION

NEW LED LIGHTING,

TYP. OF 12 UNDER

CANOPY, CREE

MODEL CPY250

Tuscarora Crape

Myrtle Tree

Refer to planting pallet and

general notes on this sheet.

(E) Aeonium Succulent

Bushes to remain

(E) Aeonium Succulent

Bushes to remain

(E) Aeonium Succulent

Bushes to remain

Refer to planting pallet and general

notes on this sheet.

Refer to planting pallet and general notes

on this sheet.

Refer to planting pallet and general notes

on this sheet.

Treatment area TCM-1. Refer to planting

pallet and general notes on this sheet.

PLANTER

Tuscarona Crape Myrtle

Trees.

11'-0" Long

Sound Wall

BICYCLE

RACK

SYMBOL SIZE      MATURE MATURE
BOTANICAL NAME

WATER COMMON NAME

Gal      HEIGHT DIAMETER

REQUIREMENT

FT FT

1
1

1.5
   Hymenoxys Acaulis

Low
Angelita Daisy

1
4

4
   Convolvulus Cneorum

Moderate Bush Morning Glory

1
1

5
   Arctostaphylos uva-ursi

Low
Common Bearberry

1
2

3
   Chrysactinia Mexicana

Low-Moderate Damianita

1
0.5

0.5
   Dyssodia Pentachaeta

Low
Golden Dyssodia

1
1

7
   Ceanothus Hearstiorum Low Low

Hearst Ranch

1
2

2
   Ribes malvaceum

Low
Pink Chaparral Currant

1
1.5 5

   Verbena pulchella
Low-Moderate Rock Verbena

1
1.5

1.5
   Lupinus albifrons

Low
Silver Bush Lupine

1
2

5
   Lantana montevidensis

Low-Moderate Trailing Lantana

5
10

15
   Lagerstroemia indica 'Tuscarora" Low

Tuscarora Crape Myrtle

PLANTING SCHEDULE

New 247 ft. long masonry wall

fence to replace wood fence.

Refer to masonry wall section

detail on sheet A1.1
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1 Planning's Comments 8-22-16
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03  Planning Submittal 2-17-17

4 Planning's Comments 02-13-17

5 Planning's Comments 04-7-17

6 Planning's Comments 04-19-17

7 Planning's Comments 05-26-17

GENERAL NOTES:

1. Provide 2-3 inches of composted non-floatable mulch in 
areas between plants.

2. Maintain adequate room to accommodate the natural
growth of individual plant species.

4

4

2

2 PLANTING PALLET:
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4

4
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1200 92nd Street - Sturtevant, WI 53177

    www.cree.com - (800) 236-6800

             Illumination results shown on this lighting design are based on project parameters provided to Cree, Inc. used in conjunction with luminaire

        test procedures conducted under laboratory conditions.  Actual project conditions differing from these design parameters may affect field results.

     The customer is responsible for verifying dimensional accuracy along with compliance with any applicable electrical, lighting, or energy code.
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10'-0"
RADIUS

BIO-INFILTRATION PLANTER
SEE CIVIL DRAWINGS

REPLACED CANOPY
PER BUILDING
PERMIT #16-118202

NEW LED LIGHTING,
TYP. OF 10 AROUND BLDG.,
CREE MODEL XSPW-3MC.
MOUNT AT 15'-0" ELEVATION

NEW LED LIGHTING,
TYP. OF 12 UNDER
CANOPY, CREE
MODEL CPY250

BICYCLE
RACK

1
4
'
-
1
0
"

(E) Aeonium Succulent
Bushes to remain

(E) Aeonium Succulent
Bushes to remain

(E) Aeonium Succulent
Bushes to remain

Treatment area TCM-1. Refer to planting
pallet and general notes on this sheet.

11'-0" Long
Sound Wall

New 247 ft. long masonry wall
fence to replace wood fence.
Refer to masonry wall section
detail on sheet A1.1

Tuscarora Crape
Myrtle Tree

Refer to planting pallet and
general notes on this sheet.

Refer to planting pallet and general
notes on this sheet.

Refer to planting pallet and general notes
on this sheet.

Refer to planting pallet and general notes
on this sheet.

Tuscarona Crape Myrtle
Trees.

ADA PORT-A-POTTY

ADA RAMPTRAILER PER SECTION
20.80.1700 OF THE
ZONING ORDINANCE.
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35 37 32

31 39 44 44 40 32
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40 47 51 51 49 47 46 44 37
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36 42 45 44 39 31

35 39 36
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Luminaire Schedule
Symbol Qty Label Arrangement Lumens/Lamp LLF Total Watts Description

12 CPY-B SINGLE 13000 0.860 1464 CPY250-A-DM-F-B-UL-WH
9 XSPW-3MC SINGLE 4109 0.990 378 XSPW-A-0-3-M-C-U-Z  (42W, 57K)

Footcandles calculated using predicted lumen values after 50K hours of operation
Label Avg Max Min Avg/Min Max/Min
15' BEYOND PL 0.36 2.4 0.0 N.A. N.A.
CANOPY 41.79 52 22 1.90 2.36
SITE 0.83 29.1 0.0 N.A. N.A.




